NOTE ON LUMBER:
LUMBER CAN BE SURFACED FOUR SIDES (545) OR ROUGH CUT FULL DIMENSION (F.D.)

40" X 6" PRESSURE TREATED POSTS 10'-0" O.C.

4' X 6' EXTERIOR OR METAL SIDING

1" RIGID INSULATION

1" CONTINUOUS GROOVE AIR INLET

48" NON-POURABLE PLASTIC CURTAIN

NOTE ON FANS:
THE TOTAL SUGGESTED FAN CAPACITY FOR THIS STRUCTURE IS APPROXIMATELY 48,000 CFM PER MIN. ALTHOUGH THIS PLAN SHOWS FOUR 48" FANS, SIX 48" FANS COULD BE SUBSTITUTED. FAN CAP SHOULD BE AMCA RATED AT 1/2 STATIC PRESSURE.